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DRAFT

AUTHORIZATION TO DISCHARGE UNDER THE
OKLAHOMA POLLUTANT DISCHARGE ELIMINATION SYSTEM 
   
PART I

In compliance with the Oklahoma Pollutant Discharge Elimination System Act (OPDES Act), Title 27A O.S., § 2-6-201 et seq. and the rules of the State of Oklahoma Department of Environmental Quality (DEQ) adopted thereunder (See OAC 252:606); the Federal Clean Water Act, Public Law 95‑217 (33 U.S.C. 1251 et seq.), Section 402; and NPDES Regulations (40 CFR Parts 122, 124 and 403),

			          Thomas Public Works Authority
	(Facility I.D. No. S-20604)
          P.O. Box 250
          Thomas, Oklahoma  73669

is hereby authorized to discharge treated wastewater from a facility located at approximately:

         SE ¼, SE ¼, NW ¼, Section 30,
			         Township 15 North, Range 14 West, Indian Meridian,
			         Custer County, Oklahoma

to receiving waters:	         Thomas Creek, a tributary to the Canadian River

at a point located approximately: 

         Latitude:	     350 44' 58.499" N (GPS: NAD 1983 CONUS)
         Longitude:	980 43' 47.436" W (GPS: NAD 1983 CONUS)
           Planning Segment No. 520620 (WBID No. OK520620010150_00)

in accordance with effluent limitations, monitoring requirements and other conditions set forth in Parts I, II, III and IV hereof.

This permit replaces and/or supersedes the permit issued on December 27, 2004. 

The issuance date of this permit is                                     , 2009.

This permit shall become effective                                    , 2009.

This permit and authorization to discharge shall expire at midnight                            , 2014.

For the Oklahoma Department of Environmental Quality:



	________________________________________
Jeff Welsh, P.E., Manager
Municipal Permits Section
Water Quality Division

	__________________________________________
Jon L. Craig, Director
Water Quality Division


A.  Effluent Limitations and Monitoring Requirements (Outfall 001)

During the period from the effective date of this permit up to the expiration date, the permittee is authorized to discharge treated wastewater in accordance with the following limitations:

	
Effluent Characteristics 
	Discharge Limitations
	
Monitoring Requirements

	
	Mass (lbs/day)
	Concentration 
(mg/l)
	

	
	Monthly
Average
	Monthly
Average
	Weekly Average
	Measurement
Frequency
	Sample Type

	Biochemical Oxygen Demand, 5-Day (BOD5) [00310]
	22.5
	30
	45
	1/month
	Grab

	Total Suspended Solids (TSS) 
[00530]
	67.6
	90
	135
	1/month
	Grab



There shall be no discharge of floating solids or visible foam in other than trace amounts. 

There shall be no discharge of any visible sheen of oil or globules of oil or grease.

The pH [00400] shall not be less than 6.5 standard units or greater than 9.0 standard units at any time and shall be monitored by grab samples collected 2 times per week.

Samples taken in compliance with the monitoring requirements specified in the permit shall be taken at the discharge from the final treatment unit.  

Flow (measured in million gallons per day) shall be monitored two (2) times per week by instantaneous measurement and reported as a 30‑day average and a daily maximum.  

All monitoring and reporting requirements shall also be in compliance with Section III of this permit.

B.	Sanitary Sewer Overflows

Any bypass in the collection system [sanitary sewer overflow (SSO)] shall be reported in accordance with Part III.B.6 of this permit.

Thomas Public Works Authority
